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 Note - Each code section proposal must be submitted on a separate form

Brian Hamner

City of Des Moines

bjhamner@dmgov.org

bjhamner@dmgov.org

515-283-4963

Name: *

Organization

Email Address *

Con�rm Email Address *

Phone *

Code Book *
Resource for code content - https://codes.iccsafe.org/public/collections/I-Codes

UPC- Uniform Plumbing Code

https://www.google.com/url?q=https://codes.iccsafe.org/public/collections/I-Codes&sa=D&ust=1521663288680000&usg=AFQjCNH3tjZ_xQIOZrIjVniUa1Yyi9KmZA
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1101.4.3

Yes

No

Amend

Delete

Insert

Code Section *
See example below. DO NOT INCLUDE ANY LEADING ALPHA CHARACTERS! Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

Is this an Appendix Chapter? *

If yes, which appendix?
Allowing Alpha Characters

Code Section Example

Type of proposal *
Amend - Edit current section - change words | Delete - Remove section | Insert - Add text to existing section

https://www.google.com/url?q=https://codes.iccsafe.org/public/collections/I-Codes&sa=D&ust=1521663288681000&usg=AFQjCNE6LznzbK06G0PKALMy3-aJRsmo3A
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Amend

Delete

This text is being proposed to be struck from the adopted code.

Insert

This text is being proposed to be added to the 2018 International Code for adoption by local municipalities.

Existing Text *
Full text as it is printed in the Code. Book Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

Proposed Text *

Existing Text to be struck *
Resource for code language - https://codes.iccsafe.org/public/collections/I-Codes

https://www.google.com/url?q=https://codes.iccsafe.org/public/collections/I-Codes&sa=D&ust=1521663288684000&usg=AFQjCNE1F8uXiZ3lc9oDHg5JFD3qDVsN_w
https://www.google.com/url?q=https://codes.iccsafe.org/public/collections/I-Codes&sa=D&ust=1521663288684000&usg=AFQjCNE1F8uXiZ3lc9oDHg5JFD3qDVsN_w
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Where outside leaders connected with a building storm drain or storm sewer, they shall be 
connected to a cast iron drain extending above the �nish grade, or the sheet metal leader shall 
be protected against damage.

Justi�cation for Proposal

Provide reason to support your proposal  based on the safety impact, enfforceability, cost effectiveness, or 
unique location conditions

This requires that the drain connection for storm leaders connect to a cast iron receptor. In the 
past there have been issues with PVC being broken be ether the frost heaving or being broken 
at the ground level.

This content is neither created nor endorsed by Google.

Provide your new proposed code to be added to the existing code as cited
above. *

Justi�cation *
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