5/23/2018 Central lowa Code Consortium - Code Proposal Form
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Note - Each code section proposal must be submitted on a separate form

4

Name: *

Ankeny Building Division - Jeff Harden

Organization

City of Ankeny

Email Address *

jharden@ankenyiowa.gov

Confirm Email Address *

jharden@ankenyiowa.gov

Phone *

515-963-3553

https://docs.google.com/forms/d/1WZo5lcslY6zrnFw2zNeoalwdtsDml15KJrxQfiXa1JY/edit#response=ACYDBNizGc46MZBOa6MjYkdeU7gh7nwSb3nNoeRsn-HWpd
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Code Book *

Resource for code content - https://codes.iccsafe.org/public/collections/I-Codes

IBC - International Building Code

Code Section *

See example below. DO NOT INCLUDE ANY LEADING ALPHA CHARACTERS! Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

406.3.2.1

Is this an Appendix Chapter? *

Yes

@No

If yes, which appendix?
Allowing Alpha Characters

Code Section Example

®101.1 Title.
These provisions shall be known as the Residential Code for One- and Two-family Dweliings of [NAME OF
JURISDICTION]. and shall be cited as such and will be referred to herein as “this code.”

J101.2 Scope.

The provisions of the International Residential Code for One- and Two-family Dwellings shall apply to the
construction, alteration, movement, enlargement, replacement, repair, equipment, use and occupancy, location,
removal and demolition of detached one- and two-family dwellings and townhouses not more than three stories
above grade plane in height with a separate means of egress and their accessory structures not more than three
stories above grade plane in height.

https://docs.google.com/forms/d/1WZo5lcslY6zrnFw2zNeoalwdtsDmI15KJrxQfiXa1JY/edit#response=ACYDBNizGc46MZBOa6M]YkdeU7gh7nwSb3nNoeRsn-HWpd
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Type of proposal *

Amend - Edit current section - change words | Delete - Remove section | Insert - Add text to existing section
@ Modification
Deletion

Addition

Does this proposal impact other codes? *

Yes

@® No

If yes, indicate which code and code section?

Does this proposal relate to a previously accepted CICC amendment? *

Yes

@® No

If yes, which previously accepted CICC amendment?

https://docs.google.com/forms/d/1WZo5lcslY6zrnFw2zNeoalwdtsDml15KJrxQfiXa1JY/edit#response=ACYDBNizGc46MZBOa6MjYkdeU7gh7nwSb3nNoeRsn-HWpd



5/23/2018 Central lowa Code Consortium - Code Proposal Form

Existing Text *
Full text as it is printed in the Code. Book Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

The private garage shall be separated from the dwelling unit and its attic area by means of
gypsum board, not less than % inch in thickness, applied to the garage side. Garages beneath
habitable rooms shall be separated from all habitable rooms above by not less than a 5/8 inch
Type X gypsum board or equivalent and %2 inch gypsum board applied to structures supporting
the separation from habitable rooms above the garage. Door openings between a private
garage and the dwelling unit shall be equipped with either solid wood doors or solid or
honeycomb core steel doors not less than 1 3/8 inches in thickness, or doors in compliance
with Section 716.2.2.1 with a fire protection rating of not less than 20 minutes. Doors shall be
self-closing and self-latching.

Proposed Text *

The private garage shall be separated from the dwelling unit and its attic area by means of
minimum 5/8 inch type “X” fire code gypsum board or equivalent applied to the garage side.
Where the separation is a floor-ceiling assembly, the structure supporting the separation shall
also be protected by not less than 5/8 inch type “X” fire code gypsum board or equivalent
throughout. Garages beneath habitable rooms shall be separated by not less than a 5/8 inch
type “X” fire code gypsum board or equivalent throughout. Door openings between a private
garage and the dwelling unit shall be equipped with either solid wood doors or solid or
honeycomb core steel doors not less than 1 3/8 inches in thickness, or doors in compliance
with Section 716.2.2.1 with a fire protection rating of not less than 20 minutes. Doors shall be
self-closing and self-latching.

This text is being proposed to be struck from the adopted code.

https://docs.google.com/forms/d/1WZo5lcslY6zrnFw2zNeoalwdtsDml15KJrxQfiXa1JY/edit#response=ACYDBNizGc46MZBOa6MjYkdeU7gh7nwSb3nNoeRsn-HWpd
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Existing Text to be struck *

Resource for code language - https://codes.iccsafe.org/public/collections/I-Codes

This text is being proposed to be added to the 2018 International Code for adoption by local municipalities.

Provide your new proposed code to be added to the existing code as cited
above. *

Provide reason to support your proposal based on the safety impact, enfforceability, cost effectiveness, or
unique location conditions

https://docs.google.com/forms/d/1WZo5lcslY6zrnFw2zNeoalwdtsDml15KJrxQfiXa1JY/edit#response=ACYDBNizGc46MZBOa6MjYkdeU7gh7nwSb3nNoeRsn-HWpd
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Justification *

This amendment proposes an increase in protection between the dwelling unit and garage.
The IBC has been back and forth on this amendment though the current code language has
been in for at least 3 consecutive cycle. Local communities have amended this provision at
least 3 consecutive times. This is not a change from what is being constructed in the field and
what builders are familiar with. This proposal is a historical amendment that was not
submitted during the first CICC event. For some communities this amendment would bring
back and in-line with what is currently adopted and enforced.

This content is neither created nor endorsed by Google.
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