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Note - Each code section proposal must be submitted on a separate form

4

Name: *

Ankeny Building Division — Jeff Junker

Organization

City of Ankeny

Email Address *

jjunker@ankenyiowa.gov

Confirm Email Address *

jjunker@ankenyiowa.gov

Phone *

515-963-3560
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Code Book *

Resource for code content - https://codes.iccsafe.org/public/collections/I-Codes

NEC- National Electrical Code

Code Section *

See example below. DO NOT INCLUDE ANY LEADING ALPHA CHARACTERS! Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

210.8(A)(5)

Is this an Appendix Chapter? *
@ Yes

No

If yes, which appendix?
Allowing Alpha Characters

Code Section Example

®101.1 Title.
These provisions shall be known as the Residential Code for One- and Two-family Dweliings of [NAME OF
JURISDICTION]. and shall be cited as such and will be referred to herein as “this code.”

J101.2 Scope.

The provisions of the International Residential Code for One- and Two-family Dwellings shall apply to the
construction, alteration, movement, enlargement, replacement, repair, equipment, use and occupancy, location,
removal and demolition of detached one- and two-family dwellings and townhouses not more than three stories
above grade plane in height with a separate means of egress and their accessory structures not more than three
stories above grade plane in height.
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Type of proposal *

Amend - Edit current section - change words | Delete - Remove section | Insert - Add text to existing section
@ Modification
Deletion

Addition

Does this proposal impact other codes? *

@® VYes

No

If yes, indicate which code and code section?

IRC E3902.5

Does this proposal relate to a previously accepted CICC amendment? *

Yes

@® No

If yes, which previously accepted CICC amendment?
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Existing Text *
Full text as it is printed in the Code. Book Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

210.8 (A) Dwelling Units.

All 125-volt, single-phase, 15- and 20-ampere receptacles installed in the locations specified in
210.8 (A)(1) through (10) shall have ground-fault circuit-interrupter protection for personnel.
(1) Bathrooms

(2) Garages, and also accessory buildings that have a floor located at or below grade level not
intended as habitable rooms and limited to storage areas, work areas, and areas of similar use.
(3) Outdoors

Exception to (3): Receptacles that are not readily accessible and are supplied by a branch
circuit dedicated to electric snow-melting, deicing, or pipeline and vessel heating equipment
shall be permitted to be installed in accordance with 426.28 or 427.22, as applicable.

(4) Crawl spaces — at or below grade level

(5) Unfinished portions of areas of the basement not intended as habitable rooms

Exception to (5): a receptacle supplying only a permanently installed fire alarm or burglar alarm
shall not be required to have ground-fault circuit-interrupter protection.

Informational Note: See 760.41(B) and 760.121(B) for power supply requirements for fire alarm
systems.

(6) Kitchens — where the receptacles are installed to serve the countertop surfaces.

(7) Sinks — where receptacles are installed within 1.8 m (6 ft) from the top inside edge of the
bowl of the sink

(8) Boathouses

(9) Bathtubs and shower stalls — where receptacles are installed within 1.8 m (6 ft) of the
outside edge of the bathtub or shower stall

(10) Laundry areas
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Proposed Text *

NEC insert exception #2 to (A)(5):
SECTION 210.8(A)(5) AMENDED - - DWELLING UNITS. Section 210.8(A)(5), Dwelling Units, of
the NEC, is hereby amended by adding the following exception #2 to (A)(5):

A single receptacle supplying an in ground sump discharge shall not be required to have
ground-fault circuit-interrupter protection if a receptacle protected by a ground-fault circuit-
interrupter is installed within 3 feet adjacent the sump within the same room/space. This
ground fault circuit interrupter is in addition to receptacles required in other sections of code.

This text is being proposed to be struck from the adopted code.

Existing Text to be struck *
Resource for code language - https://codes.iccsafe.org/public/collections/I-Codes

This text is being proposed to be added to the 2018 International Code for adoption by local municipalities.
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Provide your new proposed code to be added to the existing code as cited
above. *

Provide reason to support your proposal based on the safety impact, enfforceability, cost effectiveness, or
unique location conditions

Justification *

This provision affords the sump to be provided a dedicated non-GFCI protected single outlet
receptacle to preclude the possibility of nuisance tripping, while affording the additional
adjacent convenience receptacle(s) for the occupants use and protection. This provision is in
the same vein as previous codes’ dedicated appliance receptacles.

This content is neither created nor endorsed by Google.
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