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Note - Each code section proposal must be submitted on a separate form
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Name: *

patrick phelan

Organization

dmfd

Email Address *

pjphelan@dmgov.org

Confirm Email Address *

pjphelan@dmgov.org

Phone *

5152371316
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Code Book *

Resource for code content - https://codes.iccsafe.org/public/collections/I-Codes

IFC - International Fire Code

Code Section *

See example below. DO NOT INCLUDE ANY LEADING ALPHA CHARACTERS! Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

903.3.2.1

Is this an Appendix Chapter? *

Yes

@No

If yes, which appendix?
Allowing Alpha Characters

Code Section Example

®101.1 Title.
These provisions shall be known as the Residential Code for One- and Two-family Dweliings of [NAME OF
JURISDICTION]. and shall be cited as such and will be referred to herein as “this code.”

J101.2 Scope.

The provisions of the International Residential Code for One- and Two-family Dwellings shall apply to the
construction, alteration, movement, enlargement, replacement, repair, equipment, use and occupancy, location,
removal and demolition of detached one- and two-family dwellings and townhouses not more than three stories
above grade plane in height with a separate means of egress and their accessory structures not more than three
stories above grade plane in height.
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Type of proposal *

Amend - Edit current section - change words | Delete - Remove section | Insert - Add text to existing section

Modification
@® Deletion

Addition

Does this proposal impact other codes? *

@® VYes

No

If yes, indicate which code and code section?

IBC 903.3.1.2

Does this proposal relate to a previously accepted CICC amendment? *

Yes

® No

If yes, which previously accepted CICC amendment?
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Existing Text *
Full text as it is printed in the Code. Book Resource for code language -
https://codes.iccsafe.org/public/collections/I-Codes

Proposed Text *

This text is being proposed to be struck from the adopted code.

Existing Text to be struck *

Resource for code language - https://codes.iccsafe.org/public/collections/I-Codes

Section 903.3.2.1 IFC and 903.3.1.2 IBC NFPA 13R sprinkler systems.

Automatic sprinkler systems in Group R occupancies up to and including four stories in height
in buildings not exceeding 60 feet (18 288) in height above the grade plane shall be permitted
to be installed throughout in accordance with NFPA 13R.

This text is being proposed to be added to the 2018 International Code for adoption by local municipalities.
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Provide your new proposed code to be added to the existing code as cited
above. *

Provide reason to support your proposal based on the safety impact, enfforceability, cost effectiveness, or
unique location conditions
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Justification *

NFPA 13R is a problematic standard in that it only provides for lifesafety but appears to many
to provide property protection. There is a long history of large loss fires in buildings equipped
with 13R sprinkler systems. The size and construction types currently allowed to implement
13R sprinkler systems leave large fire hazards disguised in the community and misunderstood
by the owners and operators of the buildings. Eliminating 13R will leave a more robust and safe
building stock and protect the investment of the building owners and the community. NFPA
13Ris also not appropriately constructed to address multi-occupancy mixed use buildings that
are currently desirable to owners and planners.

As NFPA 13 has begun to incorporate specific sections to address sprinklers in residential
occupancies it has become better equipped to reasonably protect residential hazards and 13R
has become a redundant albeit lesser standard.

If there is not an appetite to eliminate 13R entirely | would ask the committee to consider
limiting the size of building it in which it can be used. For example:

Section 903.3.2.1 IFC and 903.3.1.2 IBC NFPA 13R sprinkler systems.

Automatic sprinkler systems in Group R occupancies shall be permitted to be installed
throughout in accordance with NFPA 13R unless any of the following conditions apply:

1. Any dwelling unit or sleeping unit is located three or more stories above the lowest level of
exit discharge.

2. Any dwelling unit or sleeping unit is located more than one story below the highest level of
exit discharge of exits serving the dwelling unit or sleeping unit.

3. The building contains more than 16 dwelling units or sleeping units.

This content is neither created nor endorsed by Google.
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